
MECH 2A
111' - 4"

LVL 2B
113' - 4"

ROOF CONSTRUCTION -

ROOFING MEMBRANE
TO WRAP UP AND OVER
SILL FRAMING

COMPOSITE NAIL BASE
INSULATED SHEATHING
OVER GYPSUM SHEATHING

SM SILL FLASHING WITH
COUNTER FLASHING
RECEIVER.

SEALANT AND BACKER
ROD

SHEET METAL FLASHING
WITH DRIP EDGE

ROOF MEMBRANE
FLASHING

MECH 2A
111' - 4"

LVL 2B
113' - 4"

A2

6"

GALVANIZED STEEL
TUBE - PAINT

2" NAIL BASE INSULATION
OVER COLD FORM
METAL FRAMING WITH
BATT INSULATION

SM FASCIA WRAP

SM COUNTERFLASHING BEYOND

SM ENDWALL FLASHING BEYOND

1' - 0"

1' 
- 8

"
7 1

/2"

RANGE POINT FOR TOP OF
MASONRY CAVITY RAILING WALL
W/O ROWLOCK CAP COURSE

WRAP MEMBRANE
FLASHING UP AND OVER

ICE AND WATER SHEILD
BEHIND FASCIA

SEALANT

A4.6
55

4"

MECH 2A
111' - 4"

LVL 2B
113' - 4"

AG

33.
A4.6

14
A4.6

AT
DOOR SILL
(BEYOND)

AT GLAZING
SILL (BEYOND)BACKER ROD &

SEALANT AROUND
ALL SIDES

COLORED CMU

3" SPRAY FOAM
INSULATION 2" SPRAY FOAM

INSULATION

DECORATIVE METAL
GUARD

COLUMN COLLAR

COPING  AND MEMBRANE
FLASHING CONSTRUCTION
SAME AS DET. 23/ A4.5 U.N.O.

COLD FLUID-APPLIED
WATERPROOFING

EQ EQ

8"

MECH 2A
111' - 4"

A3

8"

SPRAY FOAM
INSULATION

SPRAY FOAM
INSULATION

A2

ROOF CONSTRUCTION -ROOF CONSTRUCTION -ROOF CONSTRUCTION -ROOF CONSTRUCTION -ROOF CONSTRUCTION -

BACKER ROD & SEALANT

ALUMINUM STORE FRONT

SM FASCIA.  ATTACH TO
STEEL CLOSURE ANGLE

NAILBASE INSULATION

1/2" EXTERIOR GRADE
GYPSUM WALL BOARD
OVER 2 1/2" COLD FORM
METAL FRAMING. FILL
CAVITY WITH BATT
INSULATION

ICE AND WATER SHEILD TO
WRAP UNDER
STOREFRONT, UP FACE OF
WALL AND ATTACH TO
STEEL CLOSURE ANGLE

110' - 11"

TAPERED INSUL

WD BLOCKING

NOTCH STL. TUBE 2 FT LENGTH
CAP WITH STEEL PLATE

SM  COPING BEYOND

4"

SM FLASHING

PLYWOOD SOFFIT

COLD-FORMED
METAL FRAMING

STEEL BEAM -
SEE STRUCT.

1 1/2" MET. ROOF DECK
SEE STRUCT.

SUBSTRATE BOARD

TAPERED INSULATION

MEMBRANE ROOF SYSTEM

SM FLASHING

WD BLOCKING

TUBE STEEL BEYOND

SM GUTTER AND
DOWNSPOUT

MECH 2A
111' - 4"

LVL 2B
113' - 4"

BA

9"

6 1/2"

7"

SM COVER WITH
S-LOCK VERT.
SEAMS

SURFACE MOUNTED
REGLET AND SPRINGLOCK
FLASHING

ROOF MEMBRANE
BASE FLASHING

SEAL

SHEET METAL COUNTER-
FLASHING WITH DRIP EDGE

DECORATIVE BALLAST

TAPERED INSUL
WHERE OCCURS

SUBSTRATE BOARD
MET ROOF DECK
SEE STRUCT.

NAIL BASE INSUL

MECH 2A
111' - 4"

LVL 2B
113' - 4"

BAAK

ROOF EXPANSION JOINT COVER

7"

ROOF MEMBRANE  TO WRAP UP WALL,
OVER AND DOWN WOOD BLOCK TO
CREATE EXPANSION CAVITY.
TERMINATE MEMBRANE MINIMUM 6"
ABOVE CURB

43.
A4.6

AT WINDOW
JAMB BEYOND

CONT. SM COUNTERFLASHING

CONT. SM THRU-WALL FLASHING
W/ COUNTERFLASHING RECEIVER

SELF ADHERED FLASHING

W2

ROOF MEMBRANE
FLASHING

SHEET METAL FLASHING

8" 3" 1' - 9"

BA

A3

AK

34.
A4.6

33.
A4.6

AT SILL
BELOW

AT
EXPJNT
BELOW

1' - 3 1/4"

CAVITY END
DAM BELOW

EXPANSION
JOINT COVER

7"

BACKER ROD &
SEALANT JOINT

BACKER ROD &
SEALANT JOINT

8"
3"

1' 
- 9

"

ALUM CLOSURE TO MATCH
CURTAIN WALL

FLEXIBLE FLASHING

GYP. SHEATHING

ALUM CLOSURE TO MATCH
CURATAIN WALL

GYP. BD.

COLD FORMED METAL FRAMING

MECH 2A
111' - 4"

LVL 2B
113' - 4"

TUBE STEEL - SEE
STRUCT.

B1

43
A4.7 AT COLUMN

BEYOND

SM E.J. COVER
(SOFFIT AND SIDES
OF TUBE STEEL)

2 PIECE UNCURED NEOPRENE
EXPANSION JOINT SET IN BONDING
ADHESIVE.  LAPPED OVER ROOF
MEMBRANE.  ALLOW 2" SLACK IN
NEOPRENE.  TUCK UNDER COPING
EACH END

TOP OF COPING BEYOND
DECORATIVE BALLAST

SUBSTRATE BOARD

MET. ROOF DECK
SEE STRUCT

COLD-FORMED
METAL FRAMING

PLYWOOD SOFFIT

A2

W2

2' - 4"

CANOPY COPING

EXPANSION JOINT COVER

34.
A4.6

PARAPET EDGE FULLY
FLASH EDGE OF PARAPET
AND SEAL.  SEE DETAILS
54,55 AND 56 ON A4.7

SEE AXONOMETRIC
DETAIL 54/A4.6 FOR VIEW
OF THIS AREA

CANOPY ROOF OPEN

GUTTER

ROOF CURB

ROOF CURB
DOWNSPOUT BELOW - TRANSITION ACCROSS E. J.
WITH NESTED SLIP CONNECTION

MECH 2A
111' - 4"

AE

W3B

M12

WRAP MEMBRANE ROOF
SYSTEM UP WALL SURFACE
AND ATTACH TO WALL WITH
ANCHOR STRIP

0' 
- 8

"

MEMBRANE FLASHING
TERMINATION BAR SET IN
SEALANT

SHEET METAL FLASHING
WITH DRIP EDGE

BOTTOM DRIP FLASHING,
VENTED, FOR RAINSCREEN
SIDING

2" SPRAY FOAM INSULATION

WRAP MEMBRANE FLASHING
UP PARAPET EDGE AND FACE
WHERE HATCHED.

INSTALL SHEET METAL EDGE
COPING AT PARAPET SIMILAR TO
DETAIL 56/A4.5-SLOPE TOP AT
1/4" PER 1'-0"

PROVIDE SECOND LAYER
FLASHING AT EDGE OF PARAPET
BENEATH EDGE COPING

FLASH EDGE
CANOPY PER
DETAIL 42/A4.4

FLASH PARAPET PER 31/A4.3

PROVIDE ONE PEICE COPING ON
TOP OF ROOF ASSEMBLY.
SOLDER TO PARAPET WHERE
HEAVY LINES INDICATE.  DO NOT
ATTACH TO CANOPY ROOF EDGE.
PROVIDE DRIP EDGE AT ALL
EDGES.

FLASH PARAPETS AND
EDGES SIMILAR TO 54,55
AND 56/A4.5 PARAPET
EDGE FLASHING

8"
M

IN
.

ROOF CONSTRUCTION VARIES;
SEE ROOF PLAN FOR
CONSTRUCTION TYPES

SEE FOOD SERVICE DRAWINGS FOR ADDITIONAL INFO
ON PENETRATION SIZE AND PLACEMENT

WRAP MEMBRANE ROOFING UP
BLOCKING; PROVIDE ANCHOR STRIP

18 ga GALVANIZED METAL COVER OVER
PLATFORM; SOLDER ALL SEAMS AND
EDGES.  PROVIDE DRIP EDGE

2x PRESSURE TREATED
WOOD FRAMING AT 24" 0.C.
MAX

3-1/2" SOUND BATT INSULATION
BETWEEN WOOD FRAMING

PROVIDE ''J' HOOD MULTIPLE PIPE ENCLOSURE
AND STORM COLLAR OVER CONDUIT

2X6 PRESSURE TREATED WOOD FRAMING ALL FOUR
SIDES OF OPENING.  WRAP 18 ga GALV. SHEET METAL
OVER TOP OF WOOD FRAMING

REFRIGERATION RACK BY FOOD
SERVICE EQUIPMENT PROVIDER

PROVIDE SHIMMING ABOVE FRAMING TO
INSURE POSITIVE SLOPE (1/4"/FT MIN)
ACROSS TOP OF PLATFORM PRESSURE TREATED WOOD CANTSLOPE:

1/4" PER 1'-0"  MIN

 CRICKET

LAP MEMBRANE ROOFING UP AND OVER CURB;
PROVIDE ANCHOR STRIP

**PLATFORM DIMENSIONS NOTED ON THE ROOF PLAN SHALL BE
CONFIRMED WITH ROOF TOP EQUIPMENT PRIOR TO
CONSTRUCTING.  PLATRFORMS SHALL BE SIZED TO
ACCOMMODATE UNIT AND PIPING AS DETAILED

SHEET METAL COUNTERFLASHING WITH DRIP EDGE

1 LAYER 1" PLYWOOD

MEMBRANE FLASHING TO WRAP UP
WOOD BLOCKING AND COVER
EQUIPMENT PLATFORM

SHEET METAL FLASHING AND COUNTER FLASHING

AIR BARRIER

MECHANICAL  DUCT
PENETRATION; SEE
MECHANICAL DRAWINGS

EXHAUST FAN OR HOOD AS
OCCURS, SEE MECHANICAL
DRAWINGS

MEMBRANE ROOF
FLASHING

1'
-0

"
M

IN
.

MEMBRANE ROOFING
SYSTEM

INTEGRAL CURB FOR FAN
AND HOOD PROVIDED BY
MECHANICAL CONTRACTOR

ROOF CONSTRUCTION VARIES;
SEE ROOF PLANS FOR
CONSTRUCTION TYPE

SHEET METAL FLASHING WITH
DRIP EDGE, TYP ALL SIDES

SEAL OR WELD ALL SEAMS OF
MEMBRANE ROOF PER MANUF.
RECOMMENDATIONS; TYP.

AIR BARRIER

MECH 3C
124' - 2"

C11

ROOF MEMBRANE FLASHING

WD. BLOCKING

GYP. SHEATHING

BLANKET INSUL.

6" COLD-FORMED METAL
FRAMING AT 24" O.C.

ROOF ASSEMBLY RC-1

MET. ROOF DECK - ELEVATIONS
VARY AT OFFSET

SELF-ADHERING AIR
BARRIER - WRAP DECK OFFSETS
TIE IN WITH AIR BARRIER OF ROOF SYSTEM

8"
 M

IN

TOP OF INSULATION VARIES
TOP OF INSULATION VARIES

TOP OF WALL - LEVEL
TUCK UNDER COPINGS AT
TERMINATION OF WALL

MAX BLDG EL - AREA D
125' - 0"

MEMBRANE ROOF
FLASHING

8" M
IN

.MEMBRANE ROOFING
SYSTEM

TAPERED INSULATION DEPTH
VARIES
SEE ROOF PLAN

INSTALL ROOF INSULATION INSIDE
OF CURB UNIT

MECH UNIT

PRE-FABRICATED CURB UNIT
BY MECHANICAL

SEAL ROOF SYSTEM
AIR BARRIER TO CURB
BOTH FACES

SM COUNTER FLASHING

CONCRETE TOPPING AT MECH. UNITS
SEE STRUCTURAL

XA XBXA XB

5 1
/2"

MEMBRANE ROOF SYSTEM
OVER SUBSTRATE BOARD

DECORATIVE BALLAST

MEMBRANE ROOF FLASHING

SM FLASHING

WD BLOCKING

CONT. JOGGLE CLEAT

STEEL TUBE
SEE STRUCT

MET. ROOF DECK
SEE STRUCT

TAPERED INSULATION

MEMBRANE ROOF SYSTEM

ROOF DRAIN

OUTLET AND DOWNSPOUTPLYWOOD SOFFIT

COLD-FORMED METAL FRAMING
AT 16" O.C. FOR SOFFIT SUPPORT

SIM TO NORTH SIDE - ADJUST
WD BLOCKING FOR DECK
ELEVATION

PROVIDE S-LOCK SLIP JOINT
AT FASCIA ACROSS
CANOPY E.J., EA. SIDE
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ctSCALE:  1 1/2" = 1'-0"A4.6
33. SECTION DETAIL

SCALE:  1 1/2" = 1'-0"A4.6
31 ROOF EDGE DETAIL

SCALE:  1 1/2" = 1'-0"A4.6
32 SECTION DETAIL

SCALE:  1 1/2" = 1'-0"A4.6
14 DOOR THRESHOLD SILL DETAIL

SCALE:  1 1/2" = 1'-0"A4.6
41 ROOF TRANSITION DETAIL @ EXP JNT

SCALE:  1 1/2" = 1'-0"A4.6
44 ROOFING DETAIL BEYOND EXPANSION JOINT

SCALE:  1 1/2" = 1'-0"A4.6
34. SECTION DETAIL AT EXPANSION JOINT

SCALE:  1 1/2" = 1'-0"A4.6
43. PLAN DETAIL

SCALE:  1 1/2" = 1'-0"A4.6
52 CANOPY E.J.

SCALE:  1 1/2" = 1'-0"A4.6
51 PLAN DETAIL AT E.J. TRANSTION AT CANOPY

SCALE:  1 1/2" = 1'-0"A4.6
25 ROOF EDGE DETAIL @ W3B/RC4

SCALE:  3/8" = 1'-0"A4.6
54 FLASHING AXONOMETRIC

SCALE:  1 1/2" = 1'-0"A4.6
15 MECHANICAL EQUIPMENT PLATFORM FOR CONDENSING UNITS AND COMPRESSOR

SCALE:  1" = 1'-0"A4.6
26 FAN AND HOOD CURB/FLASHING DETAIL

SCALE:  1 1/2" = 1'-0"A4.6
56 ROOF CURB TRANSITION DET.

SCALE:  1 1/2" = 1'-0"A4.6
16 AHU MECH. CURB

SCALE:  1 1/2" = 1'-0"A4.6
55 CANOPY EDGE DETAILS


